APL

AQUA PRO-TECH LABORATORIES
Certified Environmental Testing

Client:

Contact:

Client Project:

Pillar Elementary School
51 Old Road
Livingston, NJ 07039

Pillar Elementary School

APL Order ID Number:
Collected :
Received:

Contact:
Customer Service Rep:

1041387
04/29/2021 6:40
04/29/2021

05/13/2021 16:27
Tony Tudda

Analytical Results Summary

Sample Number

Analyte Method Prepared Analyzed Result Qual  MDL RL Units
1041387-01 Drinking Water HO1 #113 RR

Total Metals

Lead EPA 200.8 5/1/21 2:16 5/1/21 2:16 < 0.00200 V] 0.00200 mg/L
1041387-02 Drinking Water HO02 #117RR

Total Metals

Lead EPA 200.8 5/1/121 2:20 5/1/21 2:20 < 0.00200 V] 0.00200 mg/L
1041387-03 Drinking Water HO3 Wt Ftn 119

Total Metals

Lead EPA 200.8 5/1/21 2:25 5/1/21 2:25 0.00751 0.00200 mg/L
1041387-04 Drinking Water HO04 #107 BR Lt

Total Metals

Lead EPA 200.8 6/1/21 2:29 6/1/21 2:29 < 0.00200 V] 0.00200 mg/L
1041387-05 Drinking Water HO06 #107 BR Rt

Total Metals

Lead EPA 200.8 5/1/21 2:43 5/1/21 2:43 < 0.00200 U 0.00200 mg/L
1041387-06 Drinking Water HO07 Medical Office Sink

Total Metals

Lead EPA 200.8 5/1/21 2:47 6/1/21 2:47 < 0.00200 V) 0.00200 mg/L
1041387-07 Drinking Water HO08 Medical Office RR
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Analytical Results Summary

Sample Number
Anaiyte Method Prepared Analyzed Result Qual MDL RL Units

1041387-07 Drinking Water HO08 Medical Office RR
Total Metals

Lead EPA 200.8 5/1/21 2:52 5/1/21 2:52 <0.00200 U 0.00200 mg/L

1041387-08 Drinking Water HO09 #122
Total Metals

Lead EPA 200.8 5/1/21 2:56 5/1/21 2:56 < 0.00200 U 0.00200 mg/L

1041387-09 Drinking Water H10 #112
Total Metals

Lead EPA 200.8 5/1/21 3:01 5/1/21 3:01 <0.00200 v 0.00200 mg/L

1041387-11 Drinking Water H14 #108 Staff Rm
Total Metals

Lead EPA 200.8 5/1/21 3:05 5/1/21 3.05 <0.00200 u 0.00200 mg/L

1041387-12 Drinking Water H15 #118 Lt
Total Metals

Lead EPA 200.8 5/1/21 3:10 5/1/21 3:10 <0.00200 V) 0.00200 mg/L

1041387-13 Drinking Water H16 #118 Ctr
Total Metals

Lead EPA 200.8 5/1/21 3:14 5/1/21 3:14 < 0.00200 U 0.00200 mg/L

1041387-14 Drinking Water H17 #118 Rt
Total Metals

Lead EPA 200.8 5/1/21 3:19 5/1/21 319 <0.00200 U 0.00200 mg/L

1041387-15 Drinking Water H18 #106 Lt
Total Metals

Lead EPA 200.8 5/1/21 3:23 5/1/21 3:23 <0.00200 U 0.00200 mg/L

1041387-16  Drinking Water H19 #106 Rt
Total Metals

Lead EPA 200.8 5/1/21 337 6/1/21 3:37 < 0.00200 U 0.00200 mg/L

1041387-17 Drinking Water H20 #106 RR
Total Metals

Lead EPA 200.8 5/1/21 3:41 51/21 341 < 0.00200 U 0.00200 mg/L

[ J
Brian Wood
Laboratory Director

1275 BLOOMFIELD AVE, BLDG. 6, FAIRFIELD, NJ 07004 TEL 973 227 0422 FAX 973 227 2813




Analytical Results Summary

Sample Number

Analyte Method Prepared Analyzed Result MDL RL Units
1041387-18 Drinking Water H21 #105 Sink
Total Metals
Lead EPA 200.8 5/1/21 3:46 5/1/21 3:46 <0.00200 0.00200 mg/L
1041387-19 Drinking Water H24 Rm 203
Total Metals
Lead EPA 200.8 5/1/21 3:50 51/21 3:50 <0.00200 0.00200 mg/L
1041387-20 Drinking Water H25 Pool RR
Total Metals
Lead EPA 200.8 5M/21 3:55 5/1/21 3:55 < 0.00200 0.00200 mg/L
1041387-21  Drinking Water H26 Rm 131 RR
Total Metals
Lead EPA 200.8 5/1/21 3:59 5/1/21 3:59 <0.00200 0.00200 mg/L
1041387-22 Drinking Water H27 Kt Lt
Total Metals
Lead EPA 200.9 5/1/21 4:04 5121 4:04 0.00811 0.00200 mgiL
1041387-23  Drinking Water H28 Kt Rt
Total Metals
Lead EPA 200.8 5/1/21 4:08 5/1/21 4:08 <0.00200 0.00200 mg/L
1041387-24  Drinking Water H29 #222
Total Metals
Lead EPA 200.8 5/1/21 4:13 51/21 4:13 <0.00200 0.00200 mg/L
1041387-25 Drinking Water H31 #226
Total Metals
Lead EPA 200.8 5/1/21 4:18 51/21 4:18 <0.00200 0.00200 mg/L
1041387-26  Drinking Water H32 #207 Lt
Total Metals
Lead EPA 200.8 5/1/21 4:31 5121 4:31 <0.00200 0.00200 mg/L
1041387-27 Drinking Water H33 #207 Rt
Total Metals
Lead EPA 200.8 5/1/21 4:36 5/1/21 4:36 <0.00200 0.00200 mg/L
[ 4
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Analytical Results Summary

Sample Number

Analyte Method Prepared Analyzed Resuilt MDL RL Units
1041387-28 Drinking Water H36 #217
Total Metals
Lead EPA 200.8 5/1/21 4:40 5/1/21 4:40 <0.00200 0.00200 mg/L
1041387-29 Drinking Water H39 #209
Total Metals
Lead EPA 200.8 5/1/21 4:45 5/1/21 4:45 <0.00200 0.00200 mg/L
1041387-30 Drinking Water H41 #218 Lt Ctr
Total Metals
Lead EPA 200.8 5/1/21 4:49 5/1/21 4:49 0.00204 0.00200 mg/L
1041387-31  Drinking Water H42 #218 Rt Ctr
Total Metals
Lead EPA 200.8 5/1/21 4:54 5/1/21 4:54 <0.00200 0.00200 mg/L
1041387-32 Drinking Water H43 #218 Rt
Total Metals
Lead EPA 200.8 5/1/21 4:58 5/1/21 4:58 < 0.00200 0.00200 mg/L
1041387-33  Drinking Water H45 #204/203
Total Metals
Lead EPA 200.8 5/1/21 5:03 5/1/21 5:03 <0.00200 0.00200 mg/L
1041387-34 Drinking Water H46 Wt Ftn Lt #203
Total Metals
Lead EPA 200.8 5/1/21 5:.07 5/1/21 6:.07 <0.00200 0.00200 mg/L
1041387-35 Drinking Water H47 Wt Ftn Rt #203
Total Metals
Lead EPA 200.8 5/1/121 512 5/1/21 512 < 0.00200 0.00200 mg/L
1041387-36  Drinking Water H48 #202
Total Metals
Lead EPA 200.8 6/1/21 5:25 56/1/21 5:25 < 0.00200 0.00200 mg/L
1041387-37 Drinking Water H49 Staff Lounge Basement
Total Metals
Lead EPA 200.8 5/1/21 5:30 5/1/21 6:30 < 0.00200 0.00200 mg/L
L
Brian Wood
Laboratory Director A’ M
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Analytical Results Summary

FootNotes
RL - Reporting limit B - Indicates compound found In assoclated blank
MDL - Minimum detection limit E - Concentration exceeds highest callbration standard
ND, U - Indicates compound analyzed for but not detected D - Indicates result is based on a dllution
J - Indicates estimated value P - Greater than 25% diff. between 2 GC columns.

[ ]
Brian Wood
Laboratory Director

1275 BLOOMFIELD AVE, BLDG. 6, FAIRFIELD, NJ 07004 TEL 973 227 0422 FAX 973 227 2813
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AQUA PRO-TECH LABORATORIES CHAIN OF CUSTODY RECORD
(LT —
Turnaround Report Type Electronic Deliv.
- www.aquaprotechlabs.com 24 Hours Data Summary Hazsite/CSV
Customer Information 48 Hours E2 EQuIS 4-File
Customer: Pillar Elementary School Project Information 72 Hours Reduced Excel
Address: 51 Old Road, Livingston,NJ 07039 Project Name 1 week Full/Category B PDF
Phone # 973-763-9900 Project # 2 weeks Other
email Project Mgr: Other:
Invoice Address Project Location (City/State):
Report Address
Quote/PO # (If Applicable):
_ Analysis Request
Matrix Codes Sample
FOR LAB DW - Drinking Water S - Soil Type
USE GW - Ground Water  SL - Sludge
ONLY WW - Waste Water  OL- Oil —
v OT - Other (please specify under item 9, Comments) m\
2|~ # of Bottles
Customer Sample ID Sample m m\ a @ m -3 3 by 5
Lab Sample # Matrix] Date | Time | 8 m m 4K < 93 WMIM .mn..v Comments
0| HO1 #113 RR aw | 4129 |¢40 x 1
(/7  |Ho2#117 RR aw | 5 lgw) x 1
0% |no3 wtFtn 119 dw 42 x 1
o4 HO4 #107 BR Lt dw S X 1
HOS #107 BR Ctr DX dw l[(ys| X 1 NO W20 -ofA
.Jr\ HOG #107 BR Rt dw 7.4 X o
Ny HO7 Medical Office Sink dw 6 S0 X 1
I HO8 Medical Office RR aw | | |65) x 1
0% HOO #122 dw AX] x 1
9 H10 #112 | aw m\ww 1l x - 2
10) Relinquished by: Aecepted a<".
/Tﬁ-w.c?(\ _ /X Lpe &
= \
Cooler Temperature
o Y 3 w B = o AT P Yo
. § d Sampler {print name): Y\§ Date: h. Nﬁ. & ‘\
— [




Aqua Pro-Tech Laboratories

Page of

Invoice Address

CHAIN OF CUSTODY RECORD
1275 Bloomfield Ave, Fairfield, N) 07004 Building 6 Reporting Requirements
973-227-0422 Aquaprotechlabs.com Turnaround Report Type Electronic Deliv.
24 Hours Data Summary Hazsite/CSV
Customer Information 48 Hours E2 EQuIS 4-File
kocmaamn Pillar Elementary School Project Information 72 Hours Reduced Excel
Address: 51 Old Road, Livingston,NJ 07039 {Project Name 1 week Full/Category B PDF
Phone # 973-763-9900 {Project # 2 weeks Other
email Project Mgr: Other:

Project Location (City/State):

Report Address

jQuote/PO # (If Applicable):

— —— ==

Analysis Request
2 Matrix Codes
FOR LAB DW - Drinking Water S - Soil Type
USE GW - Ground Water  SL - Sludge
ONLY WW - Waste Water  OL- Qil -
+ OT - Other (please specify under item 9, Comments) Ne‘
= (P # of Bottles
Customer  Sample ID Sample m. m - 2|3 z 3 2| s

Lab Sample # Matrix] Date | Time | S | m m MI._ s 2|2 Ml luN.r. M. Comments

o) H11T-Rm Lt dw |49 | Iﬁ X 1

H12 T-Rm Rt dw x 1 NOT Avail

. H13 T-Rm RR dw x 1 N OT AVAIC

._ _ H14 #108 Staff Rm dw Y% x 1
| |2 |His#asu dw 53 x 1
L_{ _® __ |Hi6s118CHr dw %) X 1

iy H17 #118 Rt dw 653 X |
| €. |swmose dw 1tz X 1
|} H19 #106 Rt dw y/3 2 A\l « 1

: H20 #106 RR dw | 70 ] « 1
10) Relinquished by: Accepted by: Date Time Comments, Notes, Special Requirements, HAZARDS

AN A “logy | 1340
Cooler Temperature
ot

pate: -1 §-2,( !

Sampler (print name): %QA,‘)?\




Page of
Aqua Pro-Tech Laboratories CHAIN OF CUSTODY RECORD
1275 Bloomfield Ave, Fairfield, NJ 07004 Building 6 Reporting Requirements
973-227-0422 Aquaprotechiabs.com Turnaround Report Type Electronic Deliv.
24 Hours Data Summary Hazsite/CSV
Customer Information 48 Hours E2 EQuIS 4-File
Customer: Pillar Elementary School Project Information 72 Hours Reduced Excel
Address: 51 0ld Road, Livingston,NJ 07039 |Project Name 1 week Full/Category B PDF
Phone # 973-763-9900 |Project # 2 weeks Other
email _vqowmﬂ Mgr: Other:
Invoice Address __"_qo_mnn Location (City/State):
Report Address
Quote/PO # (If Applicable):
_ Analysis Request
Matrix Codes Sample
FOR LAB DW - Drinking Water S - Soil Type
USE GW - Ground Water  SL - Sludge
ONLY WW - Waste Water  OL - Oil —_
+ OT - Other (please specify under item 9, Comments) m
£~ # of Bottles
Customer Sample ID Sample m. M 2 @ M z|_ m b m
Lab Sample # Matrix] Date | Time [ S| & = SlskEg2|2I2I2]8 Comments
(¥ H21 #105 Sink aw (409 186 | |X]| « 1
22 Wt Etn b0 aw | [ 1707 [ [V ]~ 1 NOI) 0 -OF
H33 Wt Fn-REH164— aw | | [70% x 1 NO Hy ¢ -0F
17 H24 Rm 203 aw | | |10 x 1 i
0 H25 Pool RR dw | 74\ X 1
A I_INm Rm 131 RR dw \E,P X 1
UL 7k dw 44 X 1
1% |Haskere dw Sy X 1
U w292 dw 112 \ | x 1 .
"~ Jusocermm— dw | x 1| | NeTAVBIC
. — . |.|.|| .|F — - — n..h. nh ; .. . . 4 ; >
10) Relinquished by: Accepted by: Date Time ! . Comments, Notes, Special x.m uirements, HAZARDS
Wb (A Yy 130
Cooler Temperature
Additional Notes : = et P =
. ‘Sampler (print name): \Na Rs Pyt Date: Y -2 37\ v
T —




Tech Lab Page of
A Pro- tori
qua Pro-Tech Laboratories CHAIN OF CUSTODY RECORD
1275 Bloomfield Ave, Fairfield, NJ 07004 Building & Reporting Requirements
973-227-0422 Aquaprotechiabs.com Turnaround Report Type Electronic Deliv.
24 Hours Data Summary Hazsite/CSV
Customer Information 48 Hours E2 EQuIS 4-File
Customer: Pillar Elementary School Project Information 72 Hours Reduced Excel
Address: 51 Old Road, Livingston,NJ 07039 Project Name 1 week Full/Category B POF
|Phone # 973-763-9900 Project # 2 weeks Other
email Project Mgr: Other:
Invoice Address Project Location (City/State):
Report Address
|Quote/PO # (If Applicable):
= = p— — = — = =y o e — ———
5 _ Analysis Request
: Matrix Codes Sample
FOR LAB DW - Drinking Water S - Soil Type
USE GW - Ground Water  SL - Sludge
ONLY WW - Waste Water  OL - Oil -
v OT - Other (please specify under item 9, Comments)| £
P - # of Bottles
Sample W £ T . e[ ] &
Customer Sample ID i =
i IHE £12] £3(c|2|2| 2
Lab Sample # Matrix)] Date | Time [ S| G| 2l=sEq2|2IZ|E|8 Comments
U |w1mie aw Y] le1is| k| x 1
¥ L L3
NW H32 #207 Lt dw 071 | x 1
[} H33 #207 Rt dw O7K- \ | x 1
H34 Lt dw X 1 NoT AVAL
H35 Rt dw X 1 Nor AVt
% H36 #217 dw 714 X 1
HAF PRt 217— dw 147 x 1 N }20 e
(%4
__ |H3R ML EtaRH217 = | dw ~ 747 , X 1 N¢ ;&c !
Hﬁ’ H39 #209 aw | | 1720 [] x 1 "
i e lel L Dol TULL T T T T [ T T T T TTTT 1T il [ NovhoorP
_—_—— . L .. ..h R TR [ s r e I T e e i s s A b
10) Relinquished by: . Agccepted by: — Date Time
R (VR 9y |54
-~ [}
Cooler Temperature

T 4 “ Sampler (print name): /Lns_rTfLZL

A 8¢

Date:

bwiaz !




Page of
A Pro-Tech Laboratori
QHeL eI OFSOLSs CHAIN OF CUSTODY RECORD =
1275 Bloomfield Ave, Fairfield, NJ 07004 Building 6 Reporting Reguirements
973-227-0422 Aquaprotechlabs.com Turnaround Report Type Electronic Deliv.
24 Hours Data Summary Hazsite/CSV
Customer Information 48 Hours E2 EQuIS 4-File
[Customer: Pillar Elementary School Project Information 72 Hours Reduced Excel
Address: 51 Old Road, Livingston,NJ 07039 Project Name 1 week Full/Category B PDF
|Phone # 973-763-9900 Project # 2 weeks Other
email Project Mgr: Other:
__:«.omnm Address Project Location (City/State):
Report Address
|Quote/PO # (if Applicable):
i
— Analysis Request
Matrix Codes Sample
FOR LAB DW - Drinking Water S - Soil Type
USE GW - Ground Water  SL- Sludge
ONLY WW - Waste Water  OL - Oil _
v OT - Other (please specify under item 9, Comments)} <
] - # of Bottles
gl - s
Customer  Sample ID Sample el Tl 4 0|3 P o8| &
ElE] 5|2 Slc(2(2]| £
Lab mMBv_m # Matrixj Date Time | S [C] W z|sI5 ZIZIZIX)] B Comments
| 30 _|warmasucr aw |29 |12 1] « 1
k1 H42 #218 Rt Ctr aw | | 7112 X 1
%7 |Ha3#218Rt dw 713 x 1
M— I
dw [Ft : | [ nosivC
72 las #204/203 dw ] X 1
E H46 Wt Ftn Lt #203 dw 130 X 1
|24 _ |Ha7 Wi Ftn Rt #203 dw 7:3) X 1
2, H48 #202 dw 732 x 1
i\ H49 Staff Lounge Basement dw (1750 x 1
dw _ ) X 1
Iy 3 - - B - - |||_.||| ,.J.Imunllul == — .. = = = = 55— — =
10) Relinquished by: Accepted by: Date Time Comments, Notes, Special Reguirements, HAZARDS
o ) 1 7
W6 &y ﬁ e Y| 3 m\m.
s _— .
Cooler Temperature
— — = 0 oc
. Sampler (print name): \ & bqb.(.\. pate: Lf 242 |




